
V # samples > 0.3 ug/L / # samples collected % samples > 0.3 ug/L

All NC 391/1538 25.4%

Charlotte 24/24 100.0%

Raleigh 0/16 0.0%

Winston Salem 15/18 83.3%

Greensboro 0/16 0.0%

V Max Sample (ug/L)

All NC 13

Charlotte 0.75

Raleigh ND

Winston Salem 1
Greensboro 0.3

Cr+6 # samples > 0.07 ug/L / # samples collected % samples > 0.07 ug/L

All NC 497/1519 32.7%

Charlotte 5/24 20.8%

Raleigh 3/16 18.8%

Winston Salem 3/24 12.5%

Greensboro 14/16 87.5%

Cr+6 Max Sample (ug/L)

All NC 9.1

Charlotte 0.12

Raleigh 0.099

Winston Salem 0.15
Greensboro 0.17

Summary of UCMR 3 Vanadium (V) and Hexavalent Chromium (Cr+6) Sample Results (July 2015) for NC Public Water Systems



# systems with any sample result containing 

either V > 0.3 ug/L OR Cr+6 > 0.07 ug/L

Total number of systems 

sampled in UCMR3

%  systems with any sample 

result containing either V > 0.3 

ug/L OR Cr+6 > 0.07 ug/L

V 64 130 49.2%

Cr+6 85 131 64.9%

Cr+6 OR V 92 131 70.2%


