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W. M. JORDAN COMPANY'S BID CLARIFICATION NO. 04 
 

REUNION AT CAROLINA FOREST 

 

NOVEMBER 19, 2019 

              

 

Please reference this Bid Clarification in your proposal. 
 

1. Bio retention ponds grasses are to be by site contractor as per plans they need to be 
installed at end of project. 

2. Are the blinds 2” fauxwood? 
See Note 4 on A-01. 

3. Are unit mirrors ¼” plate? 
Yes, 1/4" plate mirrors are the intent. 

4. Any specs on the lockers? 
Our design reference reflects a triple-tier locker system by Republic Storage Systems, 
Standard Locker.  Any manufacturer with similar construction will be acceptable. 

1. The unit entry door hardware on the Hardware Schedule shows to be supplied by owner, 
is that correct? (13) 
The key fob/card access hardware is listed as "provided by owner" because it was our 
thought that the Owner would need to contract with a service to provide these systems.  
The Contractor will have some scope in this but it may only be coordination with a 3rd 
party installer or it could possibly be a full installation.  We left this open for flexibility.  If 
the subs can provide this service within the scope under your contract, PDI has no 
issues with this. 

5. The Hardware Schedule also states 2 viewers on all unit entry doors. Does that remain? 
The thought here was to provide handicap height and regular height door viewers on all 
doors since the occupants can change over time and all units are served by elevators 
(which means all units are Type B handicap accessible).  The handicap height (42") 
viewers are only required to be on the handicap unit doors but if we need some VE for 
the project, this could be an area where the Owner could decide to provide only what's 
necessary.  Please price with two viewers. 

6. Could you please provide the irrigation design for this job? 
Irrigation design can be found on Sheets L2-00 through L2-05. 

7. Could you please provide a legend stating where the sod, mulch, and seed are 
supposed to be installed?  
Sod is delineated on Sheets L1-01 through L1-05.  Mulch is covered in Note 17 on 
Sheet L1-00 and on Note 4, Sheets L1-01, L1-02, L1-03, and L1-05.  Does not appear 
to be seeding in the project but reference the Landscaped drawings and notes for 
clarification. 
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8. Cottages - 4 fireplaces all seem to be about 42 x 30  Plan AC-07    -are you interested in 
alternative units? 
 

1. Building A - Cannot locate fireplace on plans;  Building B - Independent Living/Dining 
Area Plan M1.12, pg 285  -not sure of size of unit;  Building C - Plan M1.13  pg 286 -not 
sure of size of unit; Bistro Cyber Cafe--not sure of building and the size of the unit. 
Only 1 fireplace exists in the Main Building.  It is in between the Dining Room and the 
Bistro Café.  It is also a 42" Gas, vented, fireplace.  PDI is open to looking 
over/reviewing recommendations made by the Contractor. 

 

 

 

 

 

 

 

 
 
 
 
 
 
 
 
 
 
 


